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CONSTRUCTION DOCUMENTS RD

SECTION DETAILS

1-A26

CONCRETE WALL

10 5/8" ALUM.
CURTAINWALL -
REINFORCING AS
REQUIRED BY
MANUFACTURER

SEALANT

2" RIGID INSULATION

METAL FLASHING -
WRAP INTO CW SILL

SILL SEALER

WATERPROOFING
AND DRAINAGE
PANEL

 1 1/2" = 1'-0"
15

AMBULANCE GARAGE DOOR DETAIL

BRICK VENEER

CONCRETE CURB

17" WIDE PRECAST COPING

CONCRETE BEAM -
RE: STRUCT.

2" RIGID INSULATION

WRAP ROOFING MEMBRANE
UNDER COPING

SECTIONAL GARAGE DOOR

AIR BARRIER

 1 1/2" = 1'-0"
14

CONNECTION @ AMBULANCE GARAGE
 1 1/2" = 1'-0"

12
TYPICAL BASE @ EFIS

THROUGH WALL METAL
FLASHING

5" EFIS

ROOFING MEMBRANE -
WRAP UNDER
FLASHING

EXTEND RATED PARTITION TO
STRUCTURE

VAPOR BARRIER

8" CONCRETE WALL

 1 1/2" = 1'-0"
16

TYPICAL CURTAINWALL BASE

THROUGH WALL METAL FLASHING

BRICK LEDGE - RE: STRUCT

WEEPS AND DRAINAGE MATERIAL

FIRE RATED SEALANT

SHEATHING

FINISH AS
SCHEDULED

 1" = 1'-0"
17

SECTION @ MECHANICAL BRIDGE

AIR BARRIER

 1 1/2" = 1'-0"
1

TYPICAL PRECAST COPING

 1 1/2" = 1'-0"
3

WINDOW HEAD AT EFIS

 1 1/2" = 1'-0"
4

TYPICAL SECTION @ EFIS

BRICK TIES @ 2'-0" O.C. HORIZ.
AND VERT.

ROOF
MEMBRANE

TAPERED INSUL

AIR BARRIER

VAPOR BARRIER LAP & SEAL
W/ AIR BARRIER

COVER BOARD

COVER BOARD


